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Analytical Results

Client Name: TIDEWATER

Sample Name ECL # Sample Desc Analyte Result Units Analyzed Date Analyst

Method: EPA 200.8

K17-01 1028 (IM) Lead ug/LKitchen/DishroomE070115-01 3/23/2022  10:23:20AM MAP  < 1.0

K31-05 1028 (KS) Lead ug/LKitchenE070115-02 3/23/2022  10:26:54AM MAP  < 1.0

S23-45 1028 (TL) Lead ug/LTeacher LoungeE070115-03 3/23/2022  10:37:38AM MAP  < 1.0

S23-86 1028 (NO) Lead ug/LHealth RoomE070115-04 3/23/2022  10:41:13AM MAP  < 1.0

W01A-01 1028 (DF) Lead ug/LHallway at GymE070115-05 3/23/2022  10:44:49AM MAP  < 1.0

W01A-02 1028 (DF)  B (fountain) Lead ug/LHallway At OfficeE070115-06 3/23/2022  10:55:33AM MAP  < 1.0

W01A-02 1028 (DF)  B (bottle filler) Lead ug/LHallway At OfficeE070115-07 3/23/2022  10:59:09AM MAP  < 1.0

W01A-03 1028 (DF)  L-R (left) Lead ug/LHallway At OfficeE070115-08 3/23/2022  11:02:46AM MAP  < 1.0

W01A-03 1028 (DF)  L-R (right) Lead ug/LHallway At OfficeE070115-09 3/23/2022  11:06:18AM MAP  < 1.0

W01A-04 1028 (DF) Lead ug/LHallway By Room 108E070115-10 3/23/2022  11:09:50AM MAP  < 1.0

W01A-05 1028 (DF) Lead ug/LHallway By Room 206E070115-11 3/23/2022  11:13:23AM MAP  < 1.0

W01A-06 1028 (DF)  B (fountain) Lead ug/LHallway By Room 306E070115-12 3/23/2022  11:24:03AM MAP  < 1.0

W01A-06 1028 (DF)  B (bottle filler) Lead ug/LHallway By Room 306E070115-13 3/23/2022  11:27:37AM MAP  < 1.0

Stephen Shelley, Laboratory Director

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Notes and Definitions 

Sample results reported on a dry weight basis

Relative Percent DifferenceRPD

dry

Not ReportedNR

Analyte NOT DETECTED at or above the reporting limitND

Analyte DETECTEDDET

Stephen Shelley, Laboratory Director

The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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